Abstract: Surge arresters, which are used to protect transformers against overvoltages, are an important part of the power system. Overvoltages occur because of switching operations of nearby circuit breakers or as a result of lightning strokes. The behavior of the surge arrester during an overvoltage occurrence depends on the amplitude and the shape of the surge. Therefore, it is important to have an understanding of the behavior of the surge arrester when it is stressed by overvoltages with different shapes and amplitudes.
. The values for the residual voltages V10 kA are 44 kV and 51.6 kV when the surge arrester is excited by a current impulse 8/20 µs and by a current impulse with a front-of-wave 0.5 µs, respectively. The calculated values by our model are 43.2 kV and 51.8 kV, respectively.
The measured value of the residual voltage V500 A with a current impulse 30/60 µs is 32.3 kV and the computed value is 31.7 kV.
Note that for very steep surges, the model results in higher residual voltages than those specified by the manufacturer. Therefore, for very steep surges the U-I hysteresis of the transformer must also be taken into account [2] .
Practical Application of the Model: The application of the model can be illustrated by the circuit shown in Figure 5 . An unloaded transformer is switched off by a vacuum circuit breaker. The circuit breaker For all system components, frequency dependent models are used [3] .
The calculations were done with three surge arresters connected in each phase to ground, and with six surge arresters connected phase to ground and between phases. Figure 6 shows the reignition overvoltage in one phase when no protection is applied and when the protection is provided by surge arresters installed between each phase and ground (first case), and between each phase and ground and between phases (second case).
The investigation shows that when using three surge arresters (the first case), the phase to ground overvoltage is limited only to the protection level of the surge arrester while the overvoltage between phases can still remain high. The second case shows that both voltages, phase to ground and phase to phase, are significantly reduced. Another observation is that the duration of the reignition is shorter than in the configuration with three arresters.
The application of the model to slow front surges like switching overvoltages when no reignition takes place is shown in Figure 7 . The unloaded transformer [4] is de-energized and because of the residual flux and hysteresis, high overvoltages occur. The arrester surges the overvoltage below 30 kV.
Conclusion: In this letter, the application of a new simplified arrester model is introduced based on an available measured U-I characteristic of an arrester. The model is appropriate for studies where the current impulses do not reach very high values, such as surges produced by a reignition in the circuit breaker.
The application of the arrester is demonstrated on a practical example where an unloaded transformer is switched off by a vacuum circuit breaker.
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